
ISSUE #4

Is it feasible to connect the proposed Sewer 
District #27 to Sewer District #23 via a pump 

station and associated components, taking into 
account design, location, impacts (such as noise, 

odors, and visual, among others), costs 
(including long‐term operation and maintenance 

costs) and any cost sharing arrangement 
between Applicant, the Town, and Village, and 
whether all of the small eastern great camp lots 

(i.e., Lots No. 16‐31, inclusive) should be 
included in Sewer District #27?



Testimony

• Shaun LaLonde ‐ Agency Hearing Staff 

• Eduardo Hernandez – Applicant Witness



Relevant Development Considerations

• 805(4)(c)(2) Other Site Factors
• Adjoining and nearby land uses
• Adequacy of site facilities

• 805(4)(d) Governmental Considerations
• Conformance with other governmental controls

• 805(4)(e) Governmental Review 
Considerations

• Ability of government to provide facilities and services
• Municipal, school or special district taxes or special 
district user charges



History

• At the time of Project Completion (2006): Two 
privately owned and operated WWTPs were 
proposed on the project site.  One WWTP plant 
located in the vicinity of Cranberry Pond and the 
other located along Lake Simond Road.

• Issues regarding this proposal included: lateral 
lengths for Great Camp Lot hook‐ups, areas of 
bedrock and uneven terrain, lack of local approval 
for District boundaries, cost and maintenance.



History (continued)

• Agency hearing staff identified concerns with respect 
to the proposed WWTP on Lake Simond Road which 
included: 
– The proposed effluent discharge location
– Impact to adjoining and neighboring land uses
– Potential odor problems from sludge handling
– Lack of treated effluent dilution should a plant upset occur
– Low flow operational problems
– Potential liability to the Town and Village of Tupper Lake
– Quality of life Issues
– There was a more desirable and viable alternative 



June 2010 Submission

• Eliminated the privately owned proposed WWTP 
on the project site along Lake Simond Road.  

• Great Camp Lots 20‐26 & 29‐31 were still 
proposed to be connected to District #23.  The 
previously listed Agency Staff concerns were still 
applicable, including: lateral lengths for Great 
Camp Lot hook‐ups, areas of bedrock and uneven 
terrain, lack of local approval for District 
boundaries, cost and maintenance.



Stipulation to Issue #4 & Current 
Proposal

• Great Camp Lots east of Read Road will be served by 
on‐site wastewater treatment systems except Lots 27 & 
28

• Great Camp Lots 27 & 28 and the 44 SFD’s proposed in 
Lake Simon View subdivision are proposed to connect 
to District #23 

• All remaining proposed development will be served by 
the proposed sole Resort WWTP

• This stipulation includes a pump station in the 
approximate location of the eliminated WWTP 
previously proposed on the Project site along Lake 
Simond Road.



Connection to District #23

• The inclusion of the proposed Lake Simon View 
and Great Camp Lots will decrease retention 
times and improve scouring of existing force 
mains which may alleviate existing odor problems 
with District #23 along Lake Simond Road‐ Shaun 
LaLonde pre‐file testimony pg. 9 

• The proposed sewage pump station is equipped 
with noise abatement, flow equalization, 
aeration, and odor control‐Shaun LaLonde & Ed 
Hernandez pre‐filed testimony



Governmental Review Consideration

In a December 2010 letter from Robert Fuller 
the Village of Tupper Lake Water/Wastewater 
Superintendent, it was confirmed the 
municipal system currently has the capacity to 
accept the proposed 15,780 gallons per day of  
wastewater flow resulting from Phase I of the 
project.  



Governmental Review Consideration
Water/Wastewater: Will the Great Camp Lots share cost/expense of the 

public sewer and water district?
– Yes. All lots included in District 27 including the twelve 
small Great Camp Lots, will be assessed a user fee and 
therefore share the costs.  Additionally, each of the 
customers in Dist 27 will be required to pay the same 
annual debt service for  Dist 23 as Dist 23 customers.  
Actual annual debt service for Dist 23 users should 
decrease as a result of the additional consumers helping to 
pay down the debt service.  In addition to Dist 23 debt 
service, lots in Dist 27 will have to pay the standard sewer 
service costs set by the  Town and Village.* Taken from a letter 
dated 5/26/10 from Mark Taber of the LA Group to the Joint Town/Village of Tupper Lake 
Planning Board responding to questions and located in Exhibit 226 p. 61

*Although this statement was made prior to the stipulated and final 
configuration of wastewater District 27, it is assumed that the cost 
sharing parameters remain applicable. 



Components of the Proposed Pump 
Station:

1. Wetwell – An aerated oversized wetwell capable of holding up to 
16 hours of wastewater at the average daily flow.

2. Aeration – Aeration system design will be based on 10 State 
Standards Section 65.52 for flow equalization which recommends 
1.25 cfm/1,000gallons of storage capacity.  A minimum air 
discharge rate of 23 cfm will be provided through non‐clog type 
course bubble diffusers.  A minimum of two blowers will be 
provided, each with a capacity to provide the full quantity of air 
required.  A sound dampening cover will be provided for each 
blower. 

3. Odor Control – An advanced odor control system will be provided 
to treat all air from the storage tank.  An activated carbon 
filtration system capable of treating twice the volume of air to be 
introduced into the wet well or 46 cfm is proposed.



Components of the Proposed Pump 
Station (continued):

4. Building – A 16’X24’ control building will be constructed to 
incorporate the blowers, pumps, back‐up generator, and odor 
control system.  The building will provide additional sound 
dampening of the blowers and the emergency generator.

5. Pumps and Station Controls – Two wastewater pumps will be 
provided, capable of operating up to a peak discharge of 50 gpm.  
The pumps will be equipped with time clocks to allow the operator 
to further specify time frames during which the pumps will be 
allowed to operate.  The station will be equipped with high level 
water alarms, force main pressure alarms and pump operating 
alarms connected to a remote automatic phone dialer capable of 
contacting the operator via telephone during alarm conditions



Main Resort System WWTP & District 
#27 connection to District #23



Fiscal Analysis

Through review of the 2010 Fiscal Analysis by 
the Agency Hearing Staff and cross‐
examination of the Project Sponsor’s 
witnesses it was revealed that the proposed 
pump station was not adequately considered 
in Phase I of the project.



The Stipulation for Issue #4 addresses all APA 
hearing staff concerns with regard to which 
small eastern Great Camp Lots should be 
included in Sewer District #27.  
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